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MECHANICAL & PLUMBING MACHINE ROOM ROOF PLAN AND MACHINE ROOM PLAN

14" = 10"
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\ KEY NOTES

(1D MOUNT THERMOSTAT AT (+) 48" AFF.
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(2) IDU-1 MOUNTED AT 1'-2" AFF.
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(3) ROUTE REFRIGERANT LINES FROM ODU-1 ON ROCF, DROP
DOUN THRU PLATFORM ON ROOF AND ROUTE TO IDU-1 IN
MACHINE ROOM.

(D) 30"x30" ELEVATOR VENT DROP THRU ROOF, OFFSET IN
MACHINE ROOM AS SHOWN AND DROP DOWN THRU FLOOR TO
ELEVATOR SHAFT. SEE SHEET MP42! FOR CONTINUATION.

3N\ [ (B) TRANSITION DUCT AS REQUIRED TO CONNECT TO ELEVATOR
VENT PENTHOUSE ON ROCF.
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(&) INDOOR UNIT TO BE EQUIPPED WITH CONDENSATE LIFT PUMP
SPECIFIED ON SCHEDULE. SEE SHEET MP12.
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(1) CONDENSATE FROM IDU-| THRU ROOF. PROVIDE WATERTIGHT
SEAL AT ROOF. ROUTE CONDENSATE TO ROOF DRAIN ELBOU
_ DOWN AND SPILL INTO ROOF DRAIN.

(&) sLOPE 5" PER FOOT IN DIRECTION INDICATED. CONNECT TO
: ROOF DRAIN PIPE WITH APPROVED CONNECTION.

14"¢ VENT DUCT DROP DOUWN THRU PLATFORM WITH
WATERTIGHT SEAL. TERMINATE BELOW CEILING WITH WIRE MESH
INSECT SCREEN BEHIND EXHAUST GRILLE.

(@) PROVIDE TRANSITION AS REQUIRED TO CONNECT VENT DUCT
TO SOLAR POWERED VENT FAN ON ROOF.

(D sOLAR PANEL FOR ROOF MOUNTED VENT FAN. TILT AS
REQUIRED TO ACHIEVE MAXIMUM SOLAR EFFICIENCT.

(2) TYPE | MANUAL STAND PIPE.
MECHANICAL & PLUMBING STAIR NO.2 ROOF PLAN AND STAIR NO.2 PLAN @ » o e o
(B) OFFSET DRAIN AND DROP TO BELOU.

(&) ROOF ACCESS REFER TO ARCH PLANS.

CONSTRUCTION DOCUMENTS - FINAL SUBMISSION
CONSULTANTS: ARCHITECT/ENGINEERS: rovey Tl Pk Prpcit:

MECHANICAL & PLUMBING ENLARGED VA Northem California Health Care System 612 - CSI - 102 Office of
72 “HFrampton STAIR AND MECHANICAL ROOM PLANS AND Parking Structure Spres—— Construction
v Al q|Consulting - and Facilities
NO. 33380 _ A_IV m:m__._mm—.m Approved: Project Director Locaon: Drawing Number. Management
REN. 6-30-12 Civil © Structural - Design - Construction 10535 Hospital Way, Mather, CA 95655
895 W. Ashian Ave. Clovis, CA 93612 Date: Checked: Draw: MP501 @@ Department of
Revisions: Dote Hﬁ%ﬁg 06/15/2011 G.M.L. JCR. Dwg. 106 of 122 Vetterans Affairs

VA FORM 08-6231 1 2 3 4 5 6 7 8 _ 9




